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provisions of paragraph (c)(1) of this 
section. 

(3) Subpart H systems using conven-
tional treatment may also comply with 
the requirements of this section by 
meeting the criteria in paragraph (a)(2) 
or (3) of this section. 

(d) Treatment technique requirements 
for DBP precursors. The Administrator 
identifies the following as treatment 
techniques to control the level of dis-
infection byproduct precursors in 
drinking water treatment and distribu-
tion systems: For Subpart H systems 
using conventional treatment, en-
hanced coagulation or enhanced soft-
ening. 

[63 FR 69466, Dec. 16, 1998, as amended at 66 
FR 3779, Jan. 16, 2001] 

Subparts M–N [Reserved] 

Subpart O—Consumer 
Confidence Reports 

SOURCE: 63 FR 44526, Aug. 19, 1998, unless 
otherwise noted. 

§ 141.151 Purpose and applicability of 
this subpart. 

(a) This subpart establishes the min-
imum requirements for the content of 
annual reports that community water 
systems must deliver to their cus-
tomers. These reports must contain in-
formation on the quality of the water 
delivered by the systems and charac-
terize the risks (if any) from exposure 
to contaminants detected in the drink-
ing water in an accurate and under-
standable manner. 

(b) Notwithstanding the provisions of 
§ 141.3, this subpart applies only to 
community water systems. 

(c) For the purpose of this subpart, 
customers are defined as billing units or 
service connections to which water is 
delivered by a community water sys-
tem. 

(d) For the purpose of this subpart, 
detected means: at or above the levels 
prescribed by § 141.23(a)(4) for inorganic 
contaminants, at or above the levels 
prescribed by § 141.24(f)(7) for the con-
taminants listed in § 141.61(a), at or 
above the level prescribed by 
§ 141.24(h)(18) for the contaminants list-
ed in § 141.61(c), and at or above the lev-

els prescribed by § 141.25(c) for radio-
active contaminants. 

(e) A State that has primary enforce-
ment responsibility may adopt by rule, 
after notice and comment, alternative 
requirements for the form and content 
of the reports. The alternative require-
ments must provide the same type and 
amount of information as required by 
§§ 141.153 and 141.154, and must be de-
signed to achieve an equivalent level of 
public information and education as 
would be achieved under this subpart. 

(f) For purpose of §§ 141.154 and 141.155 
of this subpart, the term ‘‘primacy 
agency’’ refers to the State or tribal 
government entity that has jurisdic-
tion over, and primary enforcement re-
sponsibility for, public water systems, 
even if that government does not have 
interim or final primary enforcement 
responsibility for this rule. Where the 
State or tribe does not have primary 
enforcement responsibility for public 
water systems, the term ‘‘primacy 
agency’’ refers to the appropriate EPA 
regional office. 

§ 141.152 Effective dates. 
(a) The regulations in this subpart 

shall take effect on September 18, 1998. 
(b) Each existing community water 

system must deliver its first report by 
October 19, 1999, its second report by 
July 1, 2000, and subsequent reports by 
July 1 annually thereafter. The first 
report must contain data collected dur-
ing, or prior to, calendar year 1998 as 
prescribed in § 141.153(d)(3). Each report 
thereafter must contain data collected 
during, or prior to, the previous cal-
endar year. 

(c) A new community water system 
must deliver its first report by July 1 
of the year after its first full calendar 
year in operation and annually there-
after. 

(d) A community water system that 
sells water to another community 
water system must deliver the applica-
ble information required in § 141.153 to 
the buyer system: 

(1) No later than April 19, 1999, by 
April 1, 2000, and by April 1 annually 
thereafter or 

(2) On a date mutually agreed upon 
by the seller and the purchaser, and 
specifically included in a contract be-
tween the parties. 
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